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THIS DRAWING AND DESIGN IS THE PROPERTY OF McELHANNEY CONSULTING SERVICES LTD. (McELHANNEY)
AND SHALL NOT BE USED, REUSED OR REPRODUCED WITHOUT THE CONSENT OF McELHANNEY.  McELHANNEY
WILL NOT BE HELD RESPONSIBLE FOR THE IMPROPER OR UNAUTHORIZED USE OF THIS DRAWING AND DESIGN.
THIS DRAWING AND DESIGN HAS BEEN PREPARED FOR THE CLIENT IDENTIFIED, TO MEET THE STANDARDS AND
REQUIREMENTS OF THE APPLICABLE PUBLIC AGENCIES AT THE TIME OF PREPARATION.  McELHANNEY, ITS
EMPLOYEES, SUBCONSULTANTS AND AGENTS WILL NOT BE LIABLE FOR ANY LOSSES OR OTHER
CONSEQUENCES RESULTING FROM THE USE OR RELIANCE UPON, OR ANY CHANGES MADE TO, THIS DRAWING,
BY ANY THIRD PARTY, INCLUDING CONTRACTORS, SUPPLIERS, CONSULTANTS AND STAKEHOLDERS, OR THEIR
EMPLOYEES OR AGENTS, WITHOUT McELHANNEY'S PRIOR WRITTEN CONSENT.
INFORMATION ON EXISTING UNDERGROUND FACILITIES MAY NOT BE COMPLETE OR ACCURATE. McELHANNEY,
ITS EMPLOYEES AND DIRECTORS ARE NOT RESPONSIBLE NOR LIABLE FOR THE LOCATION OF ANY
UNDERGROUND CONDUITS, PIPES, CABLES OR OTHER FACILITIES WHETHER SHOWN OR OMITTED FROM THIS
PLAN.  PRIOR TO CONSTRUCTION CONTRACTOR SHALL EXPOSE LOCATIONS OF ALL EXISTING FACILITIES BY
HAND DIGGING OR HYDROVAC AND ADVISE THE ENGINEER OF POTENTIAL CONFLICTS.
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1. LOCATIONS OF EXISTING UNDERGROUND UTILITIES ARE APPROXIMATE ONLY.
CONTRACTOR IS RESPONSIBLE FOR CONFIRMING LOCATIONS OF EXISTING UTILITIES.

2. ALL WORKS IN CITY RIGHT-OF-WAY TO CONFORM TO THE CITY OF PRINCE GEORGE 
SUBDIVISION AND DEVELOPMENT SERVICING BYLAW No.7652, 2004.

3. TIE-INS TO EXISTING WATERMAINS ARE TO BE PERFORMED BY THE CITY OF PRINCE
GEORGE. CONTRACTOR IS RESPONSIBLE FOR LOCATING AND EXPOSING EXISTING
WATERMAIN, PROVIDING ALL NECESSARY MATERIALS, BACKFILLING AND SURFACE
RESTORATIONS.

4. ALL WATERMAIN JOINTS LOCATED WITHIN 3m OF A STORM OR SANITARY SEWER MAIN 
OR SERVICE ARE TO BE WRAPPED USING 'DENSO' TAPE AND FILLER.

5. WATER SERVICES TO BE PROVIDED WITH BACKFLOW PROTECTION AND METER IN 
MECHANICAL ROOM.

6. LOCATIONS OF PROPOSED OR FUTURE HYDRO, TELUS, SHAW AND TERASEN GAS 
LINES ARE SHOWN FOR INFORMATION ONLY. CONSTRUCTION DETAILS ARE TO BE 
OBTAINED FROM THE DRAWINGS PREPARED BY THE RESPECTIVE UTILITY 
COMPANIES.

7. PROVIDE NT BOX MARKED "SEWER" OVER CLEANOUTS LOCATED IN PAVEMENT OR 
SIDEWALK AREAS.

8. REFER TO ARCHITECTURAL SITE PLAN FOR GEOMETRIC LOCATION OF PARKING LOT
LIMITS.

9. DESIGN ELEVATIONS ARE TO FINISHED PAVEMENT SURFACE.

10. PROVIDE CURB AROUND PERIMETER OF PARKING LOT.  REFER TO ARCHITECTURAL
SITE PLAN FOR CURB DETAILS AND LOCATIONS OF RAMPS AND SIDEWALKS.

11. INSTALL SIGNS IN ACCORDANCE WITH CITY OF PRINCE GEORGE STANDARD
DRAWING G10.
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